
      
 

 
 

 

SUBMITTAL REVIEW 

 
  Agency Name:  US General Services Administration 

  Project Name: Chicago—Loop Station SSA Storage 

  Project Location: 211 S. Clark St., Chicago IL, 60604 

  BE No: 16034-17-03 

 
Date Received:   06/09/2017 Specification Section:   Submittal 9-0051 

Date Reviewed:  06/12/2017 Description:                   Wire Mesh Partitions 

Reviewer:            Michael Petti/James Auler  

 
          First Review             Second Review     
 

         Comments: 

1.       SUBMITTAL SHEETS 2 OF 3 AND 3 OF 3, ELEVATION VIEWS A& B:   

a.       NOTE 2, SHEET FP-1 NOTES TO MATCH EXISTING FENCE CONFIRM THE BELOW:  

b.       RAILS AND POSTS NOT IDENTIFIED. BOTTOM POST BRACKETS NOT IDENTIFIED. 
ANCHORAGE WITH 4 BOLTS NOT INDICATED. CONFIRM ALL MATCH EXISTING AS 
REQUIRED. 

c.       DRAWINGS NOTE BOTTOM RAIL AS 3.7 INCHES OFF THE FLOOR. EXISTING RAIL IN 
GSA’S PHOTOS, PAGE 4 OF 8, THE BOTTOM RAIL APPEARS TO BE ON TH FLOOR, OF 
VERY NEAR THE FLOOR. VERIFY WITH THE GSA THAT THE GAP SHOWN IS 
ACCEPTABLE FOR THEIR SECURITY NEEDS.  

d.       SUBMITTAL SHEETS 3 OF 3, ELEVATION VIEWS B: VERIFY OVERHEAD CLEARANCE 
IN EXISTING SPACE FOR FENCE SLIDING HARDWARE SHOWN.  

2.       V.I.F. ALL DIMENSIONS, TYPICAL 

3.       HARDWARE SHOWN NOT SPECIFIED. COORDINATE ALL LOCKING HARDWARE AND 
KEYING WITH THE GSA, AS REQUIRED, SEE NOTES, #3 AND #4, SHEET FP-1. 

 
  
 
 
 



      
 

 
 

 

SUBMITTAL REVIEW 

 
 
 
 

    Approved    
 

   Approved as Noted 
 

   Revise and Resubmit 
 

   Rejected 

 
 

 
 

Approval is only for general conformance with 
the design concept of the Project and the 
information given in the contract Documents.  
Contractor is responsible for dimensions to be 
confirmed and correlated at the job site; 
information that pertains solely to the 
fabrication process or to the means & methods 
of construction; coordination of the work of all 
trades; and performing all work in a safe & 
satisfactory manner.  This approval does not 
modify Contractor’s duty to comply with the 
Contract Documents. 

 

By:  James Auler   
 
Date:  09/12/2017   
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jauler
Text Box
VERIFY ALL DIMENSIONS IN FIELD TYP.
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Text Box
VERIFY ALL DIMENSIONS IN FIELD TYP.
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Callout
HARDWARE SHOWN NOT SPECIFIED. COORDINATE ALL LOCKING HARDWARE AND KEYING WITH THE GSA, AS REQUIRED, SEE NOTES, #3 AND #4, SHEET FP-1.


jauler
Callout
RAILS AND POSTS NOT IDENTIFIED. BOTTOM POST BRACKETS NOT IDENTIFIED. ANCHORAGE WITH 4 BOLTS NOT INDICATED. CONFIRM ALL MATCH EXISTING AS REQUIRED.


jauler
Callout
DRAWINGS NOTE BOTTOM RAIL AS 3.7 INCHES OFF THE FLOOR. EXISTING RAIL IN GSA'S PHOTOS, PAGE 4 OF 8, THE BOTTOM RAIL APPEARS TO BE ON TH FLOOR, OF VERY NEAR THE FLOOR. VERIFY WITH THE GSA THAT THE GAP SHOWN IS ACCEPTABLE FOR THEIR SECURITY NEEDS. 
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Text Box
MATCH EXISTING FENCE



jauler
Text Box
VERIFY ALL DIMENSIONS IN FIELD TYP.
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Callout
HARDWARE SHOWN NOT SPECIFIED. COORDINATE ALL LOCKING HARDWARE AND KEYING WITH THE GSA, AS REQUIRED, SEE NOTES, #3 AND #4, SHEET FP-1.


jauler
Callout
RAILS AND POSTS NOT IDENTIFIED. BOTTOM POST BRACKETS NOT IDENTIFIED. ANCHORAGE WITH 4 BOLTS NOT INDICATED. CONFIRM ALL MATCH EXISTING AS REQUIRED.


jauler
Callout
DRAWINGS NOTE BOTTOM RAIL AS 3.7 INCHES OFF THE FLOOR. EXISTING RAIL IN GSA'S PHOTOS, PAGE 4 OF 8, THE BOTTOM RAIL APPEARS TO BE ON TH FLOOR, OF VERY NEAR THE FLOOR. VERIFY WITH THE GSA THAT THE GAP SHOWN IS ACCEPTABLE FOR THEIR SECURITY NEEDS. 
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Callout
VERIFY OVERHEAD CLEARANCE
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Text Box
MATCH EXISTING FENCE




